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Parameters Unit of Measure S N
concentration limit concentration limit
Biological Oxygen Demand (mg/L) 10 15
0il and Grease (mg/L) 5 10 See Note 1

pH (pH Units) - 6.5-8.5
Total Suspended Solids (mg/L) 15 20
Faecal Coliforms (CFU/100mL) 200 600
Total Nitrogen (mg/L) 10 15
Total Phosphorus (mg/L) 5 8
Ammonia ML) 2 5

Note 1: A 100 Percentile Concentration Limit of “10 mg/L and no visible oil and grease” applies for Point 1.
Note 2: The monitoring at Point 3, required by Condition M2.1, is conducted by the licensee to determine compliance with limits specified for discharges to Point 1 as described in Condition L3.

Sample Frequency Monthly Monthly Monthly Monthly Monthly Monthly Monthly Monthly
Sampling Method Composite Sample Grab Sample Grab Sample Composite Sample Grab Sample Composite Sample Composite Sample Grab Sample
sampled Date Biological Oxygen Demand Oil and Grease pH ‘ Total Suspended Solids Faecal Coliforms Total Nitrogen Total Phosphorus Ammonia Obtained Date
(mg/L) (mg/L) (pH Units) (mg/L) (CFU/100mL) (mg/L) (mg/L) (mg/L)
13-Dec-22 22 29-Dec-22
20-Dec-22 <2 <5 7.70 <2 1.72 4.14 0.03 31-Dec-22
100 Percentile Exceedance? NO NO NO NO NO NO NO NO
Year to Date Biological Oxygen Demand 0il and Grease pH Total Suspended Solids Faecal Coliforms Total Nitrogen Total Phosphorus Ammonia
(mg/L) (mg/L) (pH Units) (mg/L) (CFu/100mL) (mg/L) (mg/L) (mg/L)
Samples 10 10 10 10 26 10 10 10
Min <2 <5 7.30 <2 3 1.39 1.14 0.02
Mean 1.80 2.50 7.54 3.40 16414 341 2.60 0.27
Median (50th %ile) 1.50 2.50 7.60 3.00 855 2.48 2.05 0.04
90th %ile 3.10 2.50 7.61 6.10 54000 5.82 4.45 0.69
Max (100th %ile) 4.00 <5 7.70 7.00 140000 7.37 7.20 1.67
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Sample Frequency Daily (Conti ) i Daily flow (kL) 26565
Sampling Method Ultrasonic Flow Meter
Rainfall Plant Inflow Exceedance
Sample Date
(mm) (kL) (YES/NO)
1-Dec-22 5.5 4463.1 NO
2-Dec-22 0.5 4374.5 NO
3-Dec-22 [} 5466.0 NO
4-Dec-22 [} 4812.0 NO
5-Dec-22 10 4639.8 NO
6-Dec-22 9 4975.7 NO
7-Dec-22 4 5056.8 NO
8-Dec-22 [} 4747.9 NO
9-Dec-22 [} 4615.2 NO
10-Dec-22 [} 4566.1 NO
11-Dec-22 [} 4712.3 NO
12-Dec-22 1 4579.8 NO
13-Dec-22 4 4526.6 NO
14-Dec-22 1 4407.7 NO
15-Dec-22 [} 4510.8 NO
16-Dec-22 0.5 4329.9 NO
17-Dec-22 [} 4322.3 NO
18-Dec-22 [} 4437.9 NO
19-Dec-22 [} 4500.8 NO
20-Dec-22 [} 4500.5 NO
21-Dec-22 [} 4338.7 NO
22-Dec-22 [} 4444.5 NO
23-Dec-22 3 4390.1 NO
24-Dec-22 [} 4726.7 NO
25-Dec-22 [} 4838.1 NO
26-Dec-22 [} 4601.2 NO
27-Dec-22 [} 5210.2 NO
28-Dec-22 [} 5699.1 NO
29-Dec-22 [} 5826.7 NO
30-Dec-22 1 5492.4 NO
31-Dec-22 5.5 5822.8 NO
Monthly Total 45 147936.2
Monthly Minimum 0 43223
Monthly Mean 145 477214
hl i 10 5826.7
Year to Date Total 994 1700590.8
Year to Date Minimum 0 2316.7
Year to Date Mean 3.61 6183.97
Year to Date i 75.5 27697.3
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